
Module 2, Scenario 10 

 

As workers were removing a safety relief valve from an 

anhydrous ammonia receiver, the turn valve failed, 

releasing 4,000 pounds of anhydrous ammonia into the 

atmosphere. The safety relief valve was found to be 32 

years old. The turn valve was approximately 65 years old. 

21 employees were affected; 6 were hospitalized. 

 


